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INTERNATIONAL ELECTROTECHNICAL COMMISSION 
____________ 

 
ELECTROMAGNETIC COMPATIBILITY (EMC) – 

 
Part 2-14: Environment – Overvoltages on public electricity  

distribution networks 
 
 

FOREWORD 
1) The International Electrotechnical Commission (IEC) is a worldwide organization for standardization comprising 

all national electrotechnical committees (IEC National Committees). The object of IEC is to promote 
international co-operation on all questions concerning standardization in the electrical and electronic fields. To 
this end and in addition to other activities, IEC publishes International Standards, Technical Specifications, 
Technical Reports, Publicly Available Specifications (PAS) and Guides (hereafter referred to as “IEC 
Publication(s)”). Their preparation is entrusted to technical committees; any IEC National Committee interested 
in the subject dealt with may participate in this preparatory work. International, governmental and non-
governmental organizations liaising with the IEC also participate in this preparation. IEC collaborates closely 
with the International Organization for Standardization (ISO) in accordance with conditions determined by 
agreement between the two organizations. 

2) The formal decisions or agreements of IEC on technical matters express, as nearly as possible, an international 
consensus of opinion on the relevant subjects since each technical committee has representation from all 
interested IEC National Committees.  

3) IEC Publications have the form of recommendations for international use and are accepted by IEC National 
Committees in that sense. While all reasonable efforts are made to ensure that the technical content of IEC 
Publications is accurate, IEC cannot be held responsible for the way in which they are used or for any 
misinterpretation by any end user. 

4) In order to promote international uniformity, IEC National Committees undertake to apply IEC Publications 
transparently to the maximum extent possible in their national and regional publications. Any divergence 
between any IEC Publication and the corresponding national or regional publication shall be clearly indicated in 
the latter. 

5) IEC provides no marking procedure to indicate its approval and cannot be rendered responsible for any 
equipment declared to be in conformity with an IEC Publication. 

6) All users should ensure that they have the latest edition of this publication. 

7) No liability shall attach to IEC or its directors, employees, servants or agents including individual experts and 
members of its technical committees and IEC National Committees for any personal injury, property damage or 
other damage of any nature whatsoever, whether direct or indirect, or for costs (including legal fees) and 
expenses arising out of the publication, use of, or reliance upon, this IEC Publication or any other IEC 
Publications.  

8) Attention is drawn to the Normative references cited in this publication. Use of the referenced publications is 
indispensable for the correct application of this publication. 

9) Attention is drawn to the possibility that some of the elements of this IEC Publication may be the subject of 
patent rights. IEC shall not be held responsible for identifying any or all such patent rights. 

The main task of IEC technical committees is to prepare International Standards. However, a 
technical committee may propose the publication of a technical report when it has collected 
data of a different kind from that which is normally published as an International Standard, for 
example "state of the art". 

IEC 61000-2-14, which is a technical report, has been prepared by subcommittee 77A: Low 
frequency phenomena, of IEC technical committee 77: Electromagnetic compatibility.  

The text of this technical report is based on the following documents: 

Enquiry draft Report on voting 

77A/540/DTR 77A/547/RVC 

 
Full information on the voting for the approval of this technical report can be found in the 
report on voting indicated in the above table. 
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This publication has been drafted in accordance with the ISO/IEC Directives, Part 2. 

The committee has decided that the contents of this publication will remain unchanged until 
the maintenance result date indicated on the IEC web site under "http://webstore.iec.ch" in 
the data related to the specific publication. At this date, the publication will be  

• reconfirmed, 
• withdrawn, 
• replaced by a revised edition, or 
• amended. 

A bilingual version of this publication may be issued at a later date. 

 

This is a preview - click here to buy the full publication

https://webstore.iec.ch/publication/4132&preview=1


 – 6 – TR 61000-2-14 © IEC:2006(E) 

INTRODUCTION 

IEC 61000 is published in separate parts according to the following structure: 

Part 1: General 

General considerations (introduction, fundamental principles) 
Definitions, terminology 

Part 2: Environment 

Description of the environment 
Classification of the environment 
Compatibility levels 

Part 3: Limits 

Emission limits 
Immunity limits (in so far as they do not fall under the responsibility of the product 
committees) 

Part 4: Testing and measurement techniques 

Measurement techniques 
Testing techniques 

Part 5: Installation and mitigation guidelines 

Installation guidelines 
Mitigation methods and devices 

Part 6: Generic standards 

Part 9: Miscellaneous 

Each part is further subdivided into several parts, published either as International Standards 
or as technical specifications or technical reports, some of which have already been published 
as sections. Others will be published with the part number followed by a dash and a second 
number identifying the subdivision (example: 61000-6-1). 

This is a preview - click here to buy the full publication

https://webstore.iec.ch/publication/4132&preview=1


TR 61000-2-14 © IEC:2006(E) – 7 – 

ELECTROMAGNETIC COMPATIBILITY (EMC) – 
 

Part 2-14: Environment – Overvoltages on public electricity  
distribution networks 

 
 
 

1 Scope 

This part of IEC 61000 describes the electromagnetic environment with respect to the 
voltages in excess of normal that are found on electricity supply networks operating at low 
and medium nominal voltages and that can be impressed on equipment connected to those 
networks, without considering further effects (e.g. amplification or attenuation) within an 
installation. Since these overvoltages have the potential to hinder the functioning of electrical 
and electronic equipment, they fall within the definition of electromagnetic disturbance in the 
field of EMC. Various categories of overvoltage are described, based on relative magnitude, 
duration and energy content. 

This Technical Report describes the phenomena of overvoltages, it does not specify 
compatibility levels and does not directly specify emission and immunity levels. 

The report describes the various phenomena and processes that cause overvoltages, 
including the transfer into the networks concerned of overvoltages that originate in or traverse 
other networks and installations, including higher voltage networks and the installations of 
electricity users. The effects of overvoltages on equipment are outlined. Some case studies of 
overvoltage events are presented. 

Recommendations are made regarding the general technical approach to mitigating the risk of 
equipment being hindered from operating as intended by the effects of overvoltages. (It is not 
the function of IEC publications to assign responsibility for mitigating measures to any of the 
parties involved.) 

The purpose of this report is to ensure that this important category of electromagnetic 
disturbance is included in the description of the environment in Part 2 of IEC 61000. For that 
purpose, only a brief description is provided of the various overvoltages and their causes and 
effects. A much more detailed treatment can be found in IEC 62066. A UIE publication – 
Guide to quality of electrical supply for industrial installations, Part VI: Transient and 
temporary overvoltages and currents – has a similar content. Measurement methods are 
specified in IEC 61000-4-30. 

NOTE This Technical Report does not include detailed measurement results for overvoltages, therefore it is not 
possible to provide an assessment of the probability of occurrence. 

2 Normative references 

The following referenced documents are indispensable for the application of this document. 
For dated references, only the edition cited applies. For undated references, the latest edition 
of the referenced document (including any amendments) applies. 

IEC 60050-161, International Electrotechnical Vocabulary (IEV) – Chapter 161: Electro-
magnetic compatibility 

3 Terms and definitions 

For the purposes of this document, the terms and definitions contained in IEC 60050-161 as 
well as the following terms and definitions apply. 
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